12"X12"X4" CONCRETE
PAD TO GRADE.

B . ... ] ——TRAFFIC RATED VALVE BOX LID SHALL
e B ] K BE EAST JORDAN IRON WORKS

oo 2 e BT e O/ MODEL# 8550 VALVEBOX, 6800

| TN LOCKING COVER EMBOSSED WITH THE

WORD "SEWER" OR APPROVED EQUAL.

i P —a—UTILITY EASEMENT

SEE NOTE 3.
PLAN _ EXTEND TO
OUTSIDE EASEMENT
CJ 4om

SIDEWALK 6" | =
12 GAUGE
INSTALL 4" DIA. WESTLAND DUO TRACER WIRE
SEAL PIPE PLUG MODEL# = FROM MAIN— || Jla—SERVICE CONNECTION
1068-0432 OR APPROVED EQUAL. ! MARKER, SEE NOTE 3.
P DOUBLE Y/
J PLUG AT OUTSIDE
EDGE OF UTILITY

EASEMENT.

552075 ot V\/_
PIPE ZONE TO BE

EQUAL, ON EXST SEWERS AND ON STANDARD DETAIL
NEW MAINS AND COLLECTORS. ’

SUPPORT TEE WITH BEDDING GRAVEL,
MINIMUM 2" EACH SIDE OF LATERAL

ELEVATION

NOTES:

1. PIPE AND FITTINGS SHALL BE COMPATIBLE. ONLY MANUFACTURED FITTINGS SHALL BE USED.
2. MINIMUM DEPTH AT RIGHT-OF-WAY OR EASEMENT LINE SHALL BE 4 FEET.

3.2 x 4 FIR. POST TO EXTEND 36" MINIMUM ABOVE FINISH GRADE AND EXPOSED AREA SHALL
BE PAINTED GREEN.

4. LAY SANITARY SEWER SERVICE TEE AT MAXIMUM 45°, MINIMUM 20° FROM HORIZONTAL.

5. REFERENCE TECHNICAL SPEC. SECTION 6200.

T

SEWER SERVICE
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